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Disclaimer

This report was prepared using publicly available
information, including the Final Technical Report and other
reports prepared pursuant to a cooperative agreement
partially funded by the U.S. Department of Energy. Neither
the United States Government nor any agency, employee,
contractor, or representative thereof, makes any warranty,
express or implied, or assumes any legal liability or
responsihility for the accuracy, completeness, or usefulness
of any information, apparatus, product, or process disclosed,
or represents that its use would not infringe upon privately
owned rights. Reference herein to any specific commercial
product, process, or service by trade name, trademark,
manufacturer, or otherwise does not necessarily constitute or
imply its endorsement, recommendation, or favoring by the
United States Government or any agency thereof. The views
and opinions of authors expressed herein do not necessarily
state or reflect those of the United States Government or any
agency thereof.
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EvaLuaTIiON oF GAs REBURNING
AND Low-NO, BURNERS
oN A WALL-FIRED BOILER

e Gas reburning (GR) enables OVERVI EW
optimum low-NO, burner
(LNB) performance and The project is part of the U.S. Department of Energy’s (DOE) Clean Coal
significantly increases overall  Technology Demonstration Program (CCTDP) established to address en-
NO, reduction. ergy and environmental concernsrelated to coal use. DOE sought cost-shared

partnerships with industry through five nationally competed solicitations to
accelerate commercialization of the most advanced coal-based power gen-
eration and pollution control technologies. The CCTDP, valued at over $5
billion, has leveraged federal funding twofold through the resultant partner-
ships encompassing utilities, technology devel opers, state governments, and
research organizations. This project was one of 13 selected in December
1989 in responseto the Program’ s third solicitation.

e Together GR and LNB offer a
low-cost alternative to
selective catalytic reduction
(SCR) for deep NO,
reduction.

The Energy and Environmental Research Corporation
(EER), with the Public Service Company of Colorado
(PSCo) asthe host utility, demonstrated a co-applica-
tion of two NO, control technologies—low-NO, burn-
ers (LNB) and gas reburning (GR). The need to bring
much of the nation into compliance with National Am-
bient Air Quality Standards for ozone provided the
impetus for the demonstration. NO, is a precursor to
theformation of ground level ozonein the presence of
sunlight and summer temperatures. Bringing ozone
“non-attainment” areasinto compliance was projected
to require NO, emission reductions far below the lev-
els established under Title IV of the Clean Air Act
Amendments of 1990, which dealt with acid rain. The
only available technology at the time of the demon- .
stration capable of achieving the needed deeper NO,  |n-plant natural gas distribution lines for gas reburning
reductions was selective catalytic reduction (SCR)—

an expensive post-combustion technol ogy.

Thethrust of the demonstration was integration of EER’s GR technology with arelatively established LNB—Foster
Wheeler Energy Corporation’s (FWEC) Controlled Flow/Split Flame (CF/SF) burner. The project largely achievedits
performance goals. Targets of 70% NO, reduction without adverse effects on boiler or plant performance were met,
but optimum long-term operational set pointsfor the GR-LNB technology resulted in 64% NO, reduction. GR comple-
mented LNB performance, bringing carbon monoxide and unburned carbon emissions down to acceptable levels at
LNB settings designed for maximum NO, reduction without compromising boiler performance. GR aso reduced
sulfur dioxide (SO,) and carbon dioxide (CO,) emissions and the dust loading to the particul ate removal system.

GR-LNB achieved 64% NO, reduction at natural gas heat inputs of only 12.5%. Capital costs for a commercial
application at 300-MWe scale are estimated to be as low as $26/kW ($1996) for plants with immediate access to a
gas pipeline. Because of the successful performance demonstrated by the technology, PSCo retained the GR-LNB
system for commercial service.



THE PROJECT

The objective of the project wasto demonstrate the com-
mercial readiness of the GR-LNB technology for appli-
cationto pre-NSPS (New Source Performance Standards)
utility boilers. Theseolder boilershave one of several com-
mon firing configurations with the wall-fired type being
the most common. The specific goal wasto demonstrate
that high levelsof NO, reduction (70%) could be achieved
with minimal impactsto other areas of unit operation in-
cluding carbon burnout, furnace slagging or corrosion,
convective pass fouling, steam capacity and steam con-
ditions.

LNBs are designed to create less NO, than conventional
burners. However, the NO, control achieved islimited to
30-50%. Also, typically, when LNBs are operated at set
pointsthat achieve maximum NO, reduction, carbon mon-
oxide (CO) emissions and unburned carbon (UBC) lev-
els are above acceptable standards. This occurrence
prompts readjustment and lower NO, reduction. Gas
reburning enables LNB operation at optimum NO, re-
duction set points, aswell asfurther reducing NO, emis-
sions through staged fuel combustion. When combined,
GR and LNB work in harmony to both minimize NO,
emissionsand maintain acceptablelevelsof CO and UBC.

The GR-LNB project test program was devel oped to first
optimize the system through short parametric tests and
then operate it for an extended period in a normal dis-
patch mode. Optimum conditions are defined as those
providing the maximum benefit (reduction of NO, emis-
sions) for the minimum cost (natural gas usage)
when operating within established boiler constraints.
Over 4,000 hours of operation were achieved, pro-
viding substantial data.

Following long-term testing, it was determined that
the system could operate effectively without a flue
gasrecirculation (FGR) system, and the GR system
wasmodified. Themodified configuration, referred
to as Second Generation Gas Reburning, wastested
in conjunction with an extension to the program
granted by DOE. Specific modifications included
theremoval of the FGR system, installation of high-
velocity natural gas jets, and installation of double
concentric overfire air portsfor enhanced CO burn-
out.

Project Sponsor
Energy and Environmental Research Corporation

Additional Team Members

Public Service Company of Colorado — cofunder and host
Gas Research Institute — cofunder

Colorado Interstate Gas Company — cofunder

Electric Power Research I nstitute — cofunder

Foster Wheeler Energy Corporation — technology supplier
(LNB9

Location

Denver, Adams County, CO

(Public Service Company of Colorado’s Cherokee Station,
Unit No. 3)

Technology

Energy and Environmental Research Corporation’s
Gas-Reburning (GR) system

Foster Wheeler Energy Corporation’sLow-NO, Burners
(LNB)

Plant Capacity
172 MWe (gross), 158 MWe (net)

Coal
Colorado bituminous, 0.40% sulfur, 1.51% nitrogen

Demonstration Duration
October 1992 — January 1995

Project Funding

Total Project Cost $17,807,258 100%
DOE $8,895,790 50%
Participant $8,911,468 50%

Main natural gas shut-off valve for the plant



THE TECHNOLOGY

Ficure 1. GR-LNB CONFIGURATION
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Thetechnology isaco-application of two previousy dem-
onstrated technologies, GR and LNBs. GR complements
LNB by allowing it to operate at low stoichiometric ra-
tios, enabling low NO, emissions without exceeding ac-
ceptable CO and UBC levels — under 200 ppm for CO
and 4.5% for UBC. A stoichiometric ratio (SR) of 1.0is
thetheoretical value at which thereisjust enough oxygen
inrelationto fuel to complete combustion.

Gas reburning uses a three-zone process. The process
reducesthelevelsof coal and combustion air in the burner
area, injects natural gas above the burners, and follows
by injecting overfire air (OFA) above the reburn zone as
shown in Figure 1. This three-zone process creates a
reducing or reburn zonein the furnace wherein NO, cre-
ated in the primary zone (from nitrogen in the coadl) is
reduced to elemental nitrogen and other less harmful ni-
trogen species. The description of the zones follows:

Primary (burner) Zone: Coal is fired at a rate corre-
sponding to 75 to 90% of the total heat input, under low
excess air. NO, created in this zone is limited by the
lower heat release and the reduced excess air level. The
burner zoneisnominally operated at a stoichiometric ra-

tio of 1.10 (10% excess air), forming a bal ance between
NO, formation and carbon conversion. Theflow of com-
bustion air to the 16 burners (four burnersin each of four
rows) is reduced to create this condition.

Reburn Zone: Natural gas (methane) injection creates a
fuel-rich region withinwhich CO and hydrogen areformed
and methane breaks down to hydrocarbon fragments (CH,
CH,, etc.), all three of which react with NO,, reducing it
to atmospheric nitrogen. The optimum reburnzone SRis
0.90, achieved by injecting natural gas at a rate corre-
sponding to 10 - 25% of thetotal heat input. At this con-
dition, insufficient amounts of oxygen exist to complete
the combustion of the fuel in the zone. The injection of
natural gas must be optimized with respect to rapid dis-
persion and mixing with the furnace flue gas, since the
residence time in the upper furnaceislimited. Analyses
of these conditions are used to select the number and size
of injectors, their placement, and the quantity of carrier
gas (FGR) used. Inthiscase, the configuration used was
16injectors, eight each on opposing boiler walls.

Burnout (exit) Zone: Overfireair isinjected higher upin
the furnace to complete the combustion at cooler tem-



Ficure 2. FWEC CoNTROLLED FLow/SPLIT
FLame (CFSF)
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peraturesto reduce thermal NO, formation. OFA istypi-
cally 20% of the total air flow. The burnout zone SR is
determined by the minimum amount of excessair needed
to meet acceptable CO emissionsand UBC. OFA inthis
application was provided by six ports equally spaced
across the front (burner side) wall of the boiler.

Each zone has a unique SR as determined by the flow of
coal, burner air, natural gas, and OFA. In genera, the
SRsin all three zones should be at the lowest acceptable
values to maintain the highest possible boiler efficiency
consistent with gas reburning technology. FGR wasini-
tially used for natural gas injection because theory sug-
gested that the mass flow was needed to provide mo-
mentum to and mixing of theinjected natural gas(FGRis
essentially devoid of oxygen and does not affect SRs).

LNBs reduce emissions of NO, by staging the mixing of
coal and air, resulting in afuel-rich region for char com-
bustion, longer flames, and lower peak flame tempera-
tures. The FWEC Controlled Flow/Split Flame (CF/SF)
burner, showninFigure2, dividessecondary air between
inner and outer flow cylindersand splitsthe coal/primary
air mixtureinto four concentrated streams. Theinner sec-
ondary air register apportionstheflow between inner and
outer paths and controls the degree of additional coal/air
mixture swirl. An axially movable inner sleeve tip pro-
videsameansfor varying primary air velocity while main-
taining constant flow. The outer flow cylinder injectsair
axially into thefurnaceto provide excessair for complete
combustion. The segregation of coal/air mixtureinto four
streams minimizescoal and air mixing, which assistscom-
bustion staging.

REsuLTS SUMMARY

ENVIRONMENTAL

GR-LNB operated successfully on the wall-fired boiler
and achieved thetargeted 70% NO, reduction at full load,
but only at higher than accepted reburn gas heat inputs.

LNB alone, asinitially set up to operatewith first-genera-
tion GR, reduced NO, emissions at full load from a
pre-construction baseline of 0.73 1b/10° Btu to 0.46 1b/106
Btu, a37% NO, reduction.

LNB alone, as set up for second-generation GR, reduced
NO, emissionsat full |oad by 44%.

First-generation GR, which incorporated flue gasrecircu-
lation, in combination with LNB, reduced NO, emissions
at full load to 0.25 [b/106 Btu, a66% NO, reduction at an
18% gas heat input.

Second-generation GR, without flue gasrecirculation, in
combination with LNB, reduced NO, emissionsat full load
t0 0.26 1b/10¢ Btu, a64% NO, reduction with only 12.5%
gas heat input.

The average NO, emissions reduction achieved in adis-
patch mode over thelonger term was approximately 64%
for both first- and second-generation GR.

SO, emissions were reduced in direct proportion to GR
gas heat input and CO, emissions were reduced by 44%
of the GR gas heat input.

After modifying the OFA system to enhance penetration
and turbulence (as part of second-generation GR), CO
emissionswere controlled to acceptablelevelsat low gas
heat inputs (5-10%).

OPERATIONAL

Slag formed around the OFA injectors due to the OFA
creating acool surface adjacent to the high flue gas tem-
peratures produced in the burnout zone. However, the
build-up was slow enough to be controlled during regu-
larly scheduled outages.

There was areduction in thermal efficiency of less than
1% largely due to increased moisture from the combus-
tion of natural gas.

UBC and CO levelswere acceptablefor first- and second-
generation GR with LNB, but not LNB alone.

Economic

Capital cost for GR-LNB retrofit is$26/kW ($1996) plus
the gaspipelinecost, if notin place, for a300-MWe plant
($12/kW for GR only, and $14/kW for LNB only).



APPROACH

From October 1992 to April 1993, project activities fo-
cused on carrying out a parametric/optimization test pro-
gram. Each key parameter wasvaried oneat atimewhile
holding all others constant to quantify the selected
parameter’s impact on and relationship to the other sys-
tem parameters. These data provided the information
needed to approximate the boiler set points. Fine tuning
followed to establish settings for optimum performance
over the full range of operation. Criteria for the settings
were to achieve the maximum NO, reduction with the
least possible natural gas heat input, while maintaining
operation within established boiler operating constraints.
The following summarizes the parameters examined, the
range of variation, and the specific rel ationships of interest:

Load. Load was varied from 60 MWe to 150 MWe to
establish the relationship between load and boil er
emissions and performance with the gas reburning
system in operation.

Boiler Excess O,. Excess oxygen (O,) was varied from
2.5% to 4.0% (14% to 24% excess air) at full load and
higher levels at reduced loads (at lower |oads excess air
isincreased to increase the mass flow needed for effec-
tive heat transfer). The objective was to determine the
minimum amount of excess air needed to ensure flame
stability, combustion compl etion, and acceptablelevel s of
slagging and corrosion potential inthebailer.

Gas Reburn Heat Input. Natural gas heat input was
varied from 5% to 25% with the primary combustion zone
SR fixed at 1.10to establish the relationship between the
natural gas fuel rate and the boiler NO, emissions.

FGR Flow Rate. FGR carrier flue gas was varied
from 4,000 standard cubic feet per minute (scfm) to
14,000 scfm to determine the impact on GR process
efficiency.

OFA Flow Rate. OFA flow rate was varied from zero
to 75,000 scfm to establish the minimum excessaair in the
burnout zone needed to maintain CO and UBC levels
within acceptablelimits (under 200 ppm for CO and 4.5%
for UBC) and aso to evaluate the effect on NO, emis-
sions.



OFA Vane Position. OFA vane position was varied
from 10 degrees below horizontal (-10 degrees) to 10
degrees above horizontal (+10 degrees) to assess the
impact on CO emissionsand UBC levels.

Table 1 summarizesthe optimal settings established for
full load operation as aresult of the parametric tests.

In April 1993, after establishing optimum operating
conditions as a guide, PSCo returned the GR-LNB-
equipped boiler to normal 1oad dispatch to assess GR-
LNB impacts on boiler performance and economics
over the long term. Beyond assessing the effects of
GR-LNB on emissions, testing included impactson
furnace conditions such as slagging and waterwall
corrosion rates, bottom ash characteristics and sluicing
reguirements, convective passfouling, steam
temperatures and pressures, process auxiliary power
requirements, and impacts on the fabric filter dust
collector.

Long-term testing ceased in January 1994 to transform
the first-generation GR into a second-generation GR.
Testing of the second-generation GR with modified LNBs
began in March 1994 with a brief optimization test fol-
lowed by normal load dispatch operation for a period of
95 hours. Testing concluded in January 1995.

The coal used throughout the demonstration was a high-
volatile C bituminous coal provided by Empire Energy.
The coal had an average higher heating value of 11,268
Btu/lb, anitrogen content of 1.51%, and sulfur content of
0.4% (equating to a theoretical SO, emission rate of 0.8
Ib/10° Btu). Moisture (10.19%) and ash (9.62%) were
relatively low, and the ash had a medium slagging pro-
pensity. Coal composition remained fairly uniform over
the course of testing.

TaBLE 1: OpTiMmum FIrsT-GENERATION FuLL-LoAD
OPERATING CONDITIONS

Variable Optimal Operating Condition
SR, 108
SR, 0.90
SR, 115
Gas Heat Input 18%
FGR Flow Rate 4,000-10,000 scfm
OFA Flow Rate 68,000 scfm
OFA Vane Position -10 degrees
0, 3.25%
NO, Emissions 0.251b/106 Btu
CcO 43 ppm
UBC 4.5%




ENVIRONMENTAL PERFORMANCE

Table 2 summarizestheresults of emissionstesting at full
load and 3.5% excess O, for the boiler inthe baseline“ as
found” condition and conditionsfollowing installation of
LNBs aone, LNBs with OFA, and first generation GR-
LNB under optimum settings (see Table 1).

TABLE 2: ResuLTs oF PARAMETRIC TESTS

Test Condition NO, CoO UBC SO,
1b/10° Btu ppm wt% ppm
(% reduction) (% reduction)
Basdine 0.73 67 4.4 355
LNB 0.46 (37%) <500 6-10 NA
LNB-OFA 0.39* (47%) <150 7.0 NA
GR-LNB 0.25 (66%) 43 45 291 (18%)

*Achieved with an SR; of 1.10 in the primary combustion zone

Ficure 3. NOX VERsUs NATURAL Gas HEAT INPUT
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Theinitial LNB setup failed to meet atarget of 45% NO,
emissionsreduction in astand-alone mode and also failed
to maintain CO and UBC levels within acceptable lim-
its—under 200 ppm for CO and 4.5% for UBC. Apply-
ing OFA enabled the LNBsto operate at lower combus-
tion zone SRs (SR;), enhanced NO, reduction, and main-
tained CO levels below 150 ppm. The minimum SR; for
stand-alone LNB operation was 1.23. OFA allowed the
boiler to operate with an SR; below 1.10, but the degree
of NO, reduction tapered off below that point. OFA did
not bring UBC levelsunder control. At optimum settings,
first-generation GR-LNB reduced NO, by 66%, achieved
acceptable levels of CO and UBC, and reduced SO,
emissionsin direct proportion to natural gas heat input.

As shown in Figure 3, under constant load and SR, in-
creasing natural gas heat input has a significant impact
on NO, emission reduction up to about 10%, at which
point it begins to taper off. This parametric test data are
consistent with prior research suggesting that dropping
the reburn zone SRs (SR,) below 0.90 has diminishing
returns. The natural gas heat input needed to achieve a
0.90 SR, is determined by the SR; level and the boiler
load.

Parametric testing indicated apotentia probleminmaintain-
ing acceptable CO and UBC levels at low natural gas heat
inputs because the air available to the OFA isreduced (pri-
mary combustion zoneair requirementsincrease). Thiswas
largely responsiblefor therel atively high natura gas heat
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input setting of 18%. Also, FGR flow rates beyond 4,000
scfm seemed to havelittle impact on NO, reduction, and
use of FGR required higher than baseline steam
attemperation water flowsfor temperature control dueto
release of heat higher in the furnace.

First-generation GR-LNB underwent long-term load dis-
patch testing for a period of 2,913 hours. Table 3 shows
the averages for key data over this period. Long-term
testing verified that FGR was both unnecessary and a
problem and that OFA did indeed have a problem main-
taining acceptable CO and UBC at low gas heat inputs.
Asaresult, the GR system was modified and, during GR
modification, the LNBs were reworked to improve per-
formance.

The GR modifications. (1) eliminated the FGR system;
(2) incorporated high-vel ocity natural gasjet injectorsle-
veraging available pipeline pressure; and (3) provided OFA
portswith higher momentum at low OFA flow rates. The
resultant second-generation GR-LNB demonstrated en-
hanced performance and reduced capital, operating, and
mai ntenance costs. Table 3 summarizes performance over
a 95-hour load dispatch test period.

Second-generation GR-LNB performance gains and op-
erating cost reductions are due primarily to a modified
OFA system. The modified OFA system incorporates a
double concentric port design capable of on-line cross-
sectional areavariation to provide optimum vel ocity, and
swirl vanes to assist penetration. This modification en-
ables effective operation at a far lower full load natural
gas heat input of 12.5% for optimum performance, sig-
nificantly reduces the major operating cost (natural gas),
and significantly reduces CO emissions. FGR elimination
represents asignificant capital cost reduction and reduc-
tions in operating and maintenance costs as well. The
FGR system was expensive, the fan was difficult to main-
tain, and the multiclone dust removal system wasasource
of recurrent maintenance problems. Thereworked LNBs
achieved a 44% stand-alone NO, reduction, but again at
unacceptable CO and UBC levels.

Ho. N
FWEC LNB mounting shroud

TABLE 3: AVERAGES FOR LoaD DispaTtcH TESTING

Factor Long-Term 2nd-Generation
GR-LNB Test | GR-LNB Test
2,913 Hours 95 Hours

Net Power Output | 133MWe 134 MWe

NG Hest Input 13.9% 105%

O,Leve 357% 316%

NO, emissions 0.2601b/10°Btu | 0.2641b/10°Btu

CO emissions 160 ppm 68 ppm

SO, emissions 304 ppm 330 ppm




OPERATIONAL PERFORMANCE

Boiler Impacts. The application of LNBs increased
dlagging in the primary combustion zone somewhat. Also,
periodic episodes of LNB flames extending into the arch
region of the boiler caused bridging of dlag depositsinthe
secondary superheater section. Heavy slag deposits
formed around three of the six OFA ports after about
three months of operation. Higher flue gas temperatures
in the OFA area with GR operation prompted precipita-
tion of slag where air from the OFA ports chilled the ad-
jacent surface. In the absence of sootblowersin the OFA
area, the slag accumulated until a significant “ eyebrow”
formed over the port, which was removed during regu-
larly scheduled maintenance. Slag formed around some
of the gasinjection nozzles on arandom basis, but posed
no problem—access ports enabled rapid cleaning by
“rodding out” theinjectors.

The potential for accelerated boiler tube wear caused by
reducing atmospheres stripping off protective oxide coat-
ings prompted non-destructivetesting of the boiler tubes.
However, ultrasonic tube thickness measurements at stra-
tegic locations in the boiler showed no significant tube
wastage over athree-year test period.

Natural gas injection system with eight injectors each on
both the front and rear walls
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Thermal Performance/Efficiency. With GR-LNB, the
furnaceexit O, level wasreduced from the baselinevalue
of 3.2% to 2.6%, which contributed to decreased boiler
efficiency and NO, reduction and proved sufficient for
CO control. GR-LNB increased both main and reheat
steam temperatures due to more heat release in the up-
per convection pass section of the boiler relative to
baseline. Attemperation sprays adequately controlled the
increase in steam temperature, but represented an effi-
ciency loss. Thisloss was lessened with second-genera-
tion GR-LNB because the natural gas heat input was re-
duced.

GR-LNB reduces heat transfer in the primary combus-
tion zone, increases heat transfer in the convection sec-
tion, and resultsinan overal dry gasheat loss. With first
generation GR-LNB (18% gas heat input), the primary
zone temperature dropped 150 °F while the reburn and
burnout zones increased in temperature by about 70 °F
and 60 °F, respectively. But, the greater heat loss is due
to theincreased moi sture from combustion associated with
natural gas—the higher hydrogen content produces more
water than does coal. Second-generation GR-LNB re-
duces efficiency losses from both mechanisms by reduc-
ing natural gas heat input from 18% to 12.5%. The total
reduction in efficiency was less than 1% for al condi-
tions.

FWEC LNBs installed on front boiler wall.
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Economic PERFORMANCE

GR-LNB isaretrofit technology in which the economic
benefits are dependent on the following site-specific fac-
tors:

» Gasavailahility at thesite
 Gas/coal cost differential

» Boiler efficiency

+ SO, removal requirements

* Vaueof SO, emission credits

Based on the demonstration, GR-LNB is expected to
achieve at least 64% NO, control with agas heat input of
12.5%. The capital cost estimate for a 300-MWe wall-
fired installation is$26/kW ($1996) plusgas pipelinecosts,
if required. Thiscost includesboth equipment and instal-
lation costs and a 15% project contingency. The GR and
LNB system capital costs can be easily separated from
one another because they are independent systems. The
capital cost for the GR system only is estimated at $12/
KW. The LNB system capital cost is $14/kW.

Operating costs are almost entirely dependent on the cost
differential between natural gas and coal reduced by the
value of the SO, emissions credits received due to the
absence of sulfur in natural gas. Gas costs more than
coa on a $/Btu basis, so adifferential cost of $1.00/106
Btu was used. Boiler efficiency was estimated to de-
cline by 0.80%; the cost of this decline was calculated
using acomposite fuel cost of $1.67/10° Btu. Auxiliary
loadsfor overfireair booster and cooling fanswill be par-
tially offset by lower loads on the pulverizers. No addi-
tional operating labor isrequired, but thereisan increase
in maintenance costs. Allowances were aso made for
overhead, taxes, and insurance. Based on these assump-
tions and assuming an SO, credit alowance of $95/ton
(February 1996), the net operating cost is $2.14 million
per year.

Thelevelized cost of power for a300-MWe plant, with a
65% capacity factor, 15-year life, and using 3.0% sulfur
cod is 2.40 mills/kWh in current dollars (0.160 capital
chargefactor; 1.314 O& M factor), and is 1.84 mills’kWh
in constant 1996 dollars (0.124 capital chargefactor; 1.000
O&M factor). The levelized cost on a NO, removal ba
sisis$1,027/ton (current dollars) and $786/ton (constant
1996 dollars).

CoMMERCIAL APPLICATIONS

GR-LNB technology can be used in retrofit, repowering,
or greenfield installations of nearly al wall-fired boilers.
However, there are a couple of site-specific factors, be-
yond those already presented, that affect commercial
applications. A minimum combustion air windbox pres-
sure of 4-6 inches of water column is needed to avoid
installation of a booster fan for the OFA system. Also,
GR is most effective where furnace temperatures ex-
ceed 2,600 °F and the residence time in the reburning
zoneis 0.5 seconds or more.

GR-LNB is expected to be less capital intensive, or less
costly, than a scrubber, selective catalytic reduction, or
other technologies. GR-LNB functionsequally well with
any kind of coal and isapplicableto any type of bailer.

Public Service Company of Colorado, the host utility, de-
cided toretainthelow-NO, burnersand the gas-reburning
system for immediate use; however, a restoration was
required to remove the flue gas recirculation systems.

Asof August 2001, Energy and Environmental Research
Corporation has been awarded two contracts to provide
gas-reburning systemsfor five cyclone coal-fired boilers:
TVA'sAllen Unit No. 1, with optionsfor Unit Nos. 2 and
3, (identica 330-MWeunits); Badtimore Gasand Electric's
C.P. Crane, Unit No. 2, with an option for Unit No. 1,
(similar 200-MWe units). Use of thetechnology also ex-
tends to overseas markets. One of the first installations
of thetechnology took place at the Ladyzkin State Power
Stationin Ladyzkin, Ukraine.

This project was one of two that received the Air and
Waste Management Association’s 1997 J. Dean
Sensenbaugh Award.
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Contacts

Blair A. Folsom, Sr. V.P, (949) 859-8851, ext. 140
General Electric Energy and Environmental Research Corporation
18 Mason
Irvine, CA 92618
(949) 859-3194 (fax)
blair.fol som@ps.ge.com

Lawrence Saroff, DOE/HQ, (301) 903-9483
lawrence.saroff @hqg.doe.gov

Jerry L. Hebb, NETL, (412) 386-6079
hebb@netl.doe.gov
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